
Work Order Bid (ID)

WO/15015SE2174/1Work Order Name:

Work Order Type:

WORK ORDER INFORMATION

Weatherization

Certified Firm/Renovator Required
1950 site built with 1970 addition, approx 1332 sqft total, vinyl siding, 200 amp GE Breaker box in laundry

COMMENT

Company Name & License Number:

Contractor's Signature:

15015SE2174AuditAudit Name:

CLIENT INFORMATION

15015SE2174Client ID:

AGENCY INFORMATION

South East TN. Human Resource Agency (423) 949-2191

(423) 949-4023(PO Box 909) 1012 Resource Road

Agency Phone:Agency:

Email Address:

Fax:Address:
Dunlap, TN   37327

Bloodworth, Darrell Work Phone:Agency Contact:

Email Address:

(423) 505-4585Cell Phone:
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Measures
Infiltration Redctn

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Blower door 5535 Target 4000

High target due to wood ceilings, wood walls, and plank subflooring.
Attic is to be considered non conditioned space, w/s and sweep attic door as 
well as seal any holes from attic.
Noted leakage areas: attic, laundry room, hole in wood wall behind TV in front 
bedroom (seal before insulating walls)

Components Inspected

#

1

Infiltration Reduction1 1535CFMLabor

Infiltration Reduction1 1535CFMMiscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Fill Ceiling Cavity    Main Attic2

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment center attic under the attic floor

Components Inspected

#

2

Attic Insulation  - 
Cellulose, Blown - 6 in.

1 336SqFtInsulation

Attic Insulation  - 
Cellulose, Blown - 6 in.

2 336SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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DWH Tank Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment 50 gal electric

Components Inspected

#

3

DHW Tank Insulation1 1EachHot Water Equipm

DHW Tank Insulation2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

DWH Pipe Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment 50 gal electric

Components Inspected

#

4

DHW Pipe Insulation1 1EachInsulation

DHW Pipe Insulation2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Floor Ins. R-19 Crawlspace1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment 2x8 24oc

Components Inspected

#

5

Floor Insulation  - 
Fiberglass Faced Batt - 
R-19

1 784SqFtInsulation

Floor Insulation  - 
Fiberglass Faced Batt - 
R-19

2 784SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Floor Ins. R-19 Crawlspace2

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment 2x8 16oc

Components Inspected

#

6

Floor Insulation  - 
Fiberglass Faced Batt - 
R-19

1 324SqFtInsulation

Floor Insulation  - 
Fiberglass Faced Batt - 
R-19

2 324SqFtLabor

Added Misc Cost3 1EachMiscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Wall Insulation E1,E2,E3,N1,N2,S1,
S2,W

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Repair hole behind tv in front bedroom prior to filling wall

Components Inspected

#

7

Wall Insulation  - 
Cellulose, Blown - 2x4 
Filled

1 1061SqFtInsulation

Wall Insulation  - 
Cellulose, Blown - 2x4 
Filled

2 1061SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Install Heatpump Heat1,AC1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Contractor to determine proper unit and duct sizing using Manual J and 
Manual D. Contractor to remove AC (properly dispose of) from kitchen and 
repair hole. Contractor to remove LP heater from front living room and 
properly dispose of. There is NO existing ductwork. Installation to include 
digital thermostat.

Components Inspected

#

8

Heatpump  - 25  kBtu/h 
Existing, Consult 
Manual J Data

1 1EachHeating Equipmen

Heatpump  - 25  kBtu/h 
Existing, Consult 
Manual J Data

2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Attic Ins. R-30 Addition Attic,Main 
Attic1,Main Attic3

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Front attic (Main Attic1) (attic behind kneewall in orig house)
Back attic (Main Attic3) (attic behind kneewall in orig house)
Addition Attic, access thru window in main attic, vent kitchen exhaust to 
outside

Components Inspected

#

9

Attic Insulation  - 
Cellulose, Blown - R-30

1 324SqFtLabor

Attic Insulation  - 
Cellulose, Blown - R-30

1 324SqFtInsulation

Added Misc Cost (Vent 
kitchen exhaust to 
outside)

2 1EachLabor

Added Misc Cost (Vent 
kitchen exhaust to 
outside)

2 1EachMiscellaneous Su

Attic Insulation  - 
Cellulose, Blown - R-30

3 196SqFtInsulation

Attic Insulation  - 
Cellulose, Blown - R-30

3 196SqFtLabor

Attic Insulation  - 
Cellulose, Blown - R-30

4 196SqFtInsulation

Attic Insulation  - 
Cellulose, Blown - R-30

4 196SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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CO Monitor is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Back family room where LP heater to remain

Components Inspected

#

10

CO monitor1 1EachHealth and Safety 

Labor2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Fix Improper Venting (Clothes Dryer)

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

11

approx 6 LNFT1 1EachHealth and Safety 

Labor1 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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PressureRelief Piping Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

12

Pressure relief piping1 1EachHealth and Safety 

Labor2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

RRP Compliance

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Wall insulation and Heatpump installation

Components Inspected

#

13

RRP Compliance10 1EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Vapor Barrier Needed (Crawlspace1 
and 2)

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Crawlspace1 is orig house, Crawlspace2 is addition at carport, Crawlspace3 is 
laundry room/bathroom (this crawlspace is too low to access safely)

Components Inspected

#

14

Basement / crawlspace 
vapor barrier

1 1108SqFtHealth and Safety 

Labor2 1108SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

 Work Order Grand Total: Grand Total:
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